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=ALG+PLC/100

AS BUILT

101

100

SIEMENS

8DI DC24V

6ES7 131-4BF00-0AA0

TM-E15S(C,N)26-A1

SIEMENS

8DI DC24V

SIEMENS

8DI DC24V

6ES7 131-4BF00-0AA0

TM-E15S(C,N)26-A1

SIEMENS

8DI DC24V

SIEMENS

8DI DC24V

6ES7 131-4BF00-0AA0

TM-E15S(C,N)26-A1

SIEMENS

8DI DC24V

RackX
SlotY

-10A2.1

1/I200.0 1 =Panel 1+P1.06A/10.3 OPERATION OFF

2/I200.2 2 =Panel 1+P1.06B/10.3 OPERATION OFF

3/I200.4 3 =Panel 1+P1.06C/10.3 OPERATION OFF

4/I200.6 4 =Panel 1+P1.06D/10.3 OPERATION OFF

A4 A4 =Panel 1+P1.06B/10.3 24Vdc Voeding

A3 A3 =Panel 1+P1.06A/10.3 24Vdc Voeding

5/I200.1 5 =Panel 1+P1.06A/10.4 OPERATION ON

6/I200.3 6 =Panel 1+P1.06B/10.4 OPERATION ON

7/I200.5 7 =Panel 1+P1.06C/10.4 OPERATION ON

8/I200.7 8 =Panel 1+P1.06D/10.4 OPERATION ON

A8 A8 =Panel 1+P1.06D/10.3 24Vdc Voeding

A7 A7 =Panel 1+P1.06C/10.3 24Vdc Voeding

RackX
SlotY

-10A2.2

1/I201.0 1 =Panel 1+A0EUC25AF001/10.3 OPERATION ON/OFF

2/I201.2 2 =Panel 1+A0EUC25AF001/10.5 OPERATION LOCAL

3/I201.4 3 =Panel 1+A0EUC25AF001/12.1 SCHEEFSTELLING ALARM 15GR.

4/I201.6 4 =Panel 1+A0EUC40AT002/10.4 OPERATION NOT READY

A4 A4 =Panel 1+A0EUC25AF001/12.1

A3 A3 =Panel 1+A0EUC25AF001/10.3

5/I201.1 5 =Panel 1+A0EUC25AF001/10.4 OPERATION NOT READY

6/I201.3 6 =Panel 1+A0EUC25AF001/11.1 TOERENWACHTER

7/I201.5 7 =Panel 1+A0EUC25AF001/12.3 SCHEEFSTELLING ALARM 30GR.

8/I201.7 8 =Panel 1+A0EUC40AT002/10.5 OPERATION LOCAL

A8 A8 =Panel 1+A0EUC25AF001/12.2

A7 A7 =Panel 1+A0EUC25AF001/11.1

RackX
SlotY

-10A2.3

1/I202.0 1 =Panel 1+A0EUC40AT002/10.3 OPERATION ON/OFF

2/I202.2 2 =Panel 1+A0EUC49AF001/10.3 OPERATION ON/OFF

3/I202.4 3 =Panel 1+A0EUC49AF001/10.5 OPERATION LOCAL

4/I202.6 4 =Panel 1+A0EUC49AF001/12.1 SCHEEFSTELLING ALARM 15GR.

A4 A4 =Panel 1+A0EUC49AF001/10.3

A3 A3 =Panel 1+A0EUC40AT002/10.3

5/I202.1 5 =Panel 1+A0EUC40AT002/11.1 TOERENWACHTER

6/I202.3 6 =Panel 1+A0EUC49AF001/10.4 OPERATION NOT READY

7/I202.5 7 =Panel 1+A0EUC49AF001/11.1 TOERENWACHTER

8/I202.7 8 =Panel 1+A0EUC49AF001/12.3 SCHEEFSTELLING ALARM 30GR.

A8 A8 =Panel 1+A0EUC49AF001/11.1
=Panel 1+A0EUC49AF001/12.2

A7 A7 =Panel 1+A0EUC40AT002/11.1
=Panel 1+A0EUC49AF001/12.1
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Plug-in-unit

Cable
Compartment

PLC
Compartment

6ES7 131-4BF00-0AA0

+

8DI

OPERATION
ON/OFF

OPERATION
NOT READY

OPERATION
LOCAL

COMMAND
ON

COMMAND
OFF

6ES7 132-4BF00-0AA0
8DO DC24V/0,5A

-

6ES7 131-4BF00-0AA0
8DI

6ES7 131-4BF00-0AA0
8DI

NOODSTOP
KANAAL 1

+

NOODSTOP
KANAAL 2

+

2RO 5A
6ES7 132-4HB00-0AB06ES7 132-4HB00-0AB0

2RO 5A
6ES7 132-4BF00-0AA0

8DO DC24V/0,5A

x1

x2
-H2
OFF
red 

x1

x2
-H1

ON
green

x1

x2
-H3

FAILURE
yellow

97

98
-F1
/1.2

21

22
-K1
/2.6

33

34
-K1
/2.6

1,5 mm²
RD

12

11

14
-K21

/2.8

53

54
-KNS1

/10.7 12

11

14
-K11

/2.2

B1

11

B6

16

B7

17

B8

18

53

54
-KNS2

/10.9

=ALG+PLC-10A2.2
=ALG+PLC/100.3

1

1/I201.0
=ALG+PLC/100.4

OPERATION ON/OFF

5

5/I201.1
=ALG+PLC/100.4

OPERATION NOT READY

2

2/I201.2
=ALG+PLC/100.4

OPERATION LOCAL

A3

A3

B10

20 19

B9

A2

A1
-K211

24VDC

12
1114 /2.4

A2

A1
-K212

24VDC

12
1114 /2.4

-X60 B2

-X3 12

1,5 mm²
BW

1/Q 200.0
=ALG+PLC/200.1

COMMAND ON

=ALG+PLC-20A2.1
=ALG+PLC/200.0

1A3

A3

A2

A1
-KNS1

24VDC

1 2 /1.1
3 4 /1.1
5 6 /1.1

1413 /2.4
4443 /2.4
5453 /10.3

A2

A1
-KNS2

24VDC

1 2 /1.1
3 4 /1.1
5 6 /1.1

1413 /2.4
4443 /2.4
5453 /10.3

1/Q 215.0
=ALG+PLC/250.1

NOODSTOP KANAAL 1

2/14

=ALG+PLC-30A2.1
=ALG+PLC/250.0

21

5/Q 215.1
=ALG+PLC/250.1

NOODSTOP KANAAL 2

6/24

65

21

C1

22

C2

23

C3

24

C4 C5

25

C6

26

3

A4/AUX1 A8/AUX1

7

8x2x0,5
JE-LiHcH

-A0BEC6005 1rd/rs 1bw/rs

B5

15

5/Q 200.1
=ALG+PLC/200.1

COMMAND ON

5

-0vdc

1bn/rs 1wt/rs 1zw/rs2bw/rs2rd/rs 2gs/rs 2ge/rs 2gn/rs 2bn/rs 2wt/rs 2zw/rs1gn/rs

FAILURE
2.8

N230-/2.8

-L230-/2.1

-0vdc
11.00vdc./=ALG+PLC/2.1

24vdc/=ALG+PLC/2.1
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